
COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

In the Matter of: 

APPLICATION OF SOUTHERN MADISON 
WATER DISTRICT FOR CERTIFICATE OF 
CONVENIENCE AND NECESSITY TO COMPLETE ) CASE NO. 92-161 
CONSTRUCTION OF STORAGE FACILITIES 

O R D E R  

On April 6, 1992, Southern Madison Water District ("Southern 

Madison") filed an application for a Certificate of Public 

Convenience and Necessity to construct a $26,000 WateKWOKkS 

improvement project. Commission Staff, having performed an 

investigation of the hydraulic capability of Southern Madison, has 

prepared the attached Staff Engineering Report containing Staff's 

findings and recommendations regarding Southern Madison's proposed 

construction. All parties should review the report carefully and 

provide any written comments or requests for a hearing OK informal 

conference no later than 15 days from the date of this Order. 

IT IS THEREFORE ORDERED that all parties shall have 15 days 

from the date of this Order to provide written comments regarding 

the attached Staff Engineering Report or requests for a hearing or 

informal conference. If no request for a hearing or informal 

conference is received, then this case will be submitted to the 

Commission for a decision. 



Done at Frankfort, Kentucky this 24th day of February, 1993. 

PUBLIC SERVICE C O M M I S SIO~ 

7 For the Commission 

ATTEST: 

\ 
Executive Director 



Commonwealth of Kentucky 
Public Service Commission 

INVESTIGATION OF THE HYDRAULIC CAPABILITY OF THE 
SOUTHERN MADISON WATER DISTRICT 

CASE NO. 92-161 

January 29. 1993 

The purpose of this report is to present engineering data and 

hydraulic calculations concerning the proposal of the Southern 

Madison Water District to place its water storage tank on Dogwood 

Drive into service. On April 6, 1992, the Public Service 

Commission received an application from Southern Madison Water 

District for approval to construct a $26,000 waterworks improvement 

project. The proposed project would construct a pump station to 

fill the recently constructed 90,000-gallon water storage tank on 

Dogwood Drive. Southern Madison stated in its application that it 

had discovered that the tank cannot be filled by the existing pump 

station located near 1-75. In an attempt to determine if the 

proposed construction would indeed make the Dogwood Drive tank 

"used and useful in rendering service to the public" additional 

engineering data was requested from the District by Order dated 

April 30, 1992. Southern Madison asked for and received several 

extensions of time before filing its response on September 11, 

1992. On October 14, 1992, an informal conference with 

representatives of Southern Madison was held at the Commission's 

offices in Frankfort to facilitate the Commission's engineering 

staff's review of the proposed construction project. A general 
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discussion of computer generated hydraulic analyses and calibration 

methods was followed by a statement of Commission Staff's concerno 

about the computer hydraulic analyses filed in this case. Southern 

Madison's consultants were asked about the measurements and methods 

used to calibrate the analyses filed in this case. At the 

conference the Commission's engineering staff stated that it would 

be making its own additiorial field measurements on Southern 

Madison's distribution system. This report presents the results of 

the Commission's engineering staff's data collection efforts. 

BACKGROUND 

The present case has its roots in Case No. 9377 filed June 28, 

1985 by Southern Madison. In Case No. 9377 Southern Madison 

sought, inter alia, approval for construction of a 100,000-gallon 

standpipe, a 150-gallon per minute duplex booster pump station and 

approximately 22.5 miles of water mains. The Commission entered an 

Order April 7, 1986, to dismiss Case No. 9377 without prejudice 

after Southern Madison requested that it be dismissed. The 

Commission stated in the Order that Southern Madison had not 

submitted sufficient documentation to support its case within the 

statutory 10-month time frame. On May 28, 1986, Southern Madison 

filed its motion to reopen Case No. 9377. By Order entered June 6, 

1986, the Commission established Case No. 9596 and incorporated 

therein the entire record of Case No. 9377 by reference. 

Appendixed to the June 6, 1986 Order was a staff report outlining 

the engineering staff's concerns with the proposed construction 
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project as presented. Foremost among those concerns was the 

location selected for the proposed storage tank and two service 

areas where low system operating pressures were expected to occur. 

The Commission's Order for Case No. 9596 entered August 14, 1986 

granted Southern Madison a certificate for the proposed 

construction on the condition that two hydropneumatic stations be 

installed to serve the low pressure areas identified by the 

Commission's engineering staff. 

The Commission received a letter January 4, 1988, from 

Southern Madison requesting a deviation from regulations requiring 

a water utility to have storage facilities for one day's supply of 

water. This request was established as Case No. 10122 and an Order 

granting a deviation until July 1, 1991 was entered by the 

Commission on April 20. 1988. That Order also directed Southern 

Madison to retain a professional engineer to conduct a 

comprehensive study of its water storage tanks and distribution 

system. Southern Madison was instructed to file a copy of the 

report of the study with the Public Service Commission no later 

than July 1, 1989. 

In January and June of 1988 the Commission received a customer 

complaint of low water pressure in the Braggs Lane area of Madison 

County served by Southern Madison. Staff engineers from the 

Commission met with Southern Madison's manager and engineering 

consultant in Berea on June 3, 1988 to discuss the complaint. 

Southern Madison's representatives stated that the newly 
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constructed booster pump station near 1-75 was not working due to 

problems with the operating control system. The installation of 

the hydropneumatic pump station to serve the Braggs Lane area was 

discussed and Southern Madison's representatives expressed their 

opposition to such construction. Commission's Staff instructed 

Southern Madison's representatives to activate the new booster pump 

station and to perform an engineering review of the situation at 

Braggs Lane. 

The report that Southern Madison was directed to file by July 

1, 1989, per the Order in Case No. 10122 was not submitted to the 

Commission. In its answer to the Commission's reminder, Southern 

Madison replied on August 30, 1989, that the required study had not 

been conducted. After an informal conference with Commission Staff 

on September 28, 1989, Southern Madison offered to furnish the 

report by December 15, 1989. The Commission granted Southern 

Madison additional time and an engineering report was submitted to 

the Commission on December 14, 1989. 

In July 1990 Southern Madison informed the Commission of its 

intent to construct a new water storage tank by the end of 1990. 

On August 23, 1990, the Commission received from the Natural 

Resources and Environmental Protection Cabinet ("NREPC") a copy of 

its letter approving Southern Madison's proposed construction of a 

water storage tank. Southern Madison subsequently filed on October 

5 ,  1990, its application for a Certificate of Public Convenience 

and Necessity for the construction of a water storage tank in the 
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Dogwood Drive area of ito dlstribution system. The Commlesion 

assigned Case No. 90-305 to tliitl application. This application was 

for approval of construction of a 90,000-gallon water storage tank, 

1,525 feet of 4-inch connecting water line and related 

appurtenances. Various information was requested by tho 

Commission's deficiency letter of October 16, 1990. Southern 

Madison's response was received October 26, 1990. After reviewing 

the application the Commission found that additional engineering 

information wao needed to determine if the proposed construction 

would be "used and useful". An Order requesting additional 

information was entered November 21, 1991. The requested 

information, which included hydraulic analyses, field measuremonte, 

etc. was directed to be filed by December 5, 1990. On December 3, 

1990, Southern Madison filed a motion for an extension of time to 

comply with the request. By Order entered December 6, 1990, the 

Commission granted Southern Madison an extension until January 19, 

1991. Additional information was filed by Southern Madimon on 

January 18, 1991. Even with the additional information Southern 

Madison's application did not offer a clear picture of how tho 

existing water distribution syotem operated or how the propoeed 

tank was going to improve system operation. In an attempt to 

address the Staff's concerns directly, an informal conference wao 

scheduled with Southern Madison's representativsa. After aeveral 

schedule Changes, the informal conference waa held on February 27, 

1991, at the Commission's offices in Frankfort. At the confertmce, 
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Bouthern MddiSOn'E representatives stated that more Pisld 

measurements would be made and additional hydraulic inportnation 

would bo tiled by June 1, 1991. After the conference the 

Commlosion's engineering staff concluded that its review could be 

expedited by making its own Pield measurements on Southern 

Madlson'm water distribution syetom. On April 30, 1991, etaff 

engineerr from the Commission went to Southern Madison to set 

pressure rscorders and to conduct flow tests. During the April 30, 

1991 vl.mit the Commission's StsPP discovered that the facilities 

proporod in Care No. 90-305 had already been constructed. This 

Laot WEE reported to the Commission by staff memorandum on May 10, 

1991, The Commission responded on June 19, 1991 by establiehing 

Came No. 91-188 which initiated show cause proceedings against 

Southern Madieon Por possible assessment of penalties for violation 

Of KRS 278.020. 

On June 25, 1991, the Commission received an application Prom 

Southern Madison requesting a deviation Prom regulations requiring 

a water utility to have storage Pacilities Por one day's supply oP 

water. Case NO. 91-212 was establiehed and an Order dismiesing 

Southern Msdison's request was entered July 15, 1991. In that 

Order the Commiemion Pound that, considering the water storage 

available Prom its supplier, Southern Madison was in compliance 

with the Commission's water storage regulations and no deviation 

waa required. 
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An informal conference in Case No. 91-188 wae held July 31, 

1991 at the Commission's offices in Frankfort. At that conference 

representatives of Southern Madison and the Commission's Staff 

discussed the penalty proceedings pending before the Commission. 

The possibility of submitting a settlement agreement to the 

Commission for its consideration was discussed. In addition the 

Commission's engineering staff presented copiee of pressure 

recording charts made on Southern Madison's distribution system to 

ita engineering consultant. The engineering staff presented at 

length its observations and opinions on the operational deficien- 

cies of that part of Southern Madison's distribution system served 

by the 1-75 booster pump station. The staff engineere expressed 

their opinion that the Dogwood Drive tank had been constructed at 

an inappropriate location and could not be filled by the existing 

1-75 pump station. Staff engineers further stated that preliminary 

calculations indicated that if the 1-75 booster pump station were 

modified to fill the Dogwood Drive tank, substantial portione of 

Southern Madison's distribution system would be subjected to 

unacceptably high operating pressures. In fact, some parte of the 

distribution system would have to operate above the rated 

capability of the pipelines themselves. On September 10, 1991, 

Southern Madison filed its proposed settlement agreement for the 

Commission's consideration. The Commission entered ite Order 

September 24, 1991 in Case No. 91-188, accepting the offered 
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settlement and assessing individual fines against the officers of 

tho Southern Madison Water District for violation of KRS 278.020. 

On August 20, 1991, Southern Madison filed its motion to hold 

in abeyance that portion of the Commission's August 14, 1986 Order 

in C a m  NO. 9596 requiring the installation of two hydropneumatic 

stations. The Commission subsequently entered its Order on 

November 1, 1991 granting Southern Madison an abeyance period of 

one year on the installation of hydropneumatic stations. That 

Ordor in Case NO. 9596 a l so  directed Southern Madison to file a 

comprehensive hydraulic analysis of its distribution system by 

December 1, 1992. 

As prevlously mentioned, Southern Madison filed its appli- 

cation in Case No. 92-161 with the Commission on April 6, 1992. 

The following information deals with the Commission's engineering 

staff's review of Case NO. 92-161. 

FIELD OBSERVATION AND DATA COLLECTION 

After review of the information submitted by Southern Madison 

Water District in Case NO. 92-161, Staff found it to be ineuf- 

ficient to allow an adequate engineering evaluation of the propoeed 

WAtosworks improvements. In order to gather additional data on the 

water system'o operational CharaCteriEtiCS, Eddie Smith, Bob 

Arnett, and Ghasem Pour-Ghaaemi of the Commission's engineering 

staff made a field visit on Thursday, October 15, 1992. During 

thio visit the water distribution system wae discussed with Ray 

Curry, manager and Charles Black, consulting engineer. 
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The primary purpose of the field visit was to set recording 

pressure gauges at various points on Southern Madison's 

distribution system in order to monitor ita operational 

characteristics. To this end, recorders were placed at the 

locations listed in the Eollowing table. 

TABLE I. RECORDER LOCATIONS 

position Location Recorder Approximate! Elevation 
Number Description Number Above Sea Level (ASL) 

on the suction 
line of the 1-75 
pump station 

on the discharge 
line of the 1-75 
pump station 

at the meter to 
C u m i n s  Barn 

at the hydrant 
on Braggs Lane 

at the hydrant 
on old Walnut Road 
near PRV 

at the meter to 
Taylor Residence 

at the hydrant 
at base of the 
Indian Hills Tank 

at the hydrant 
on Guynn Road 

at the meter pit 
at EKP Substation 

801361 

74A-2 569 5 

7 4A- 2 56 9 1 

707080 

7 4A-2569 2 

74A-25694 

801360 

801358 

74A-2569 3 

972 feet ASL 

972 feet ASL 

1,076 feet ASL 

1,131 feet ASL 

984 Eeet ASL 

975 feet ASL 

1,090 feet ASL 

1,005 feet ASL 

898 feet ASL 
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The sea level elevations of tho variouo recorder lOCatlOna 

were determined from a USCS topographic map of tho area and CrOm 

information furnished by Southern Madieon for thci pump etation and 

tank sites. The pressure recordore were chocked for calibration by 

Denis Hildenbrand at tho PSC meter laboratory in Lexington prior to 

the trip to the Southern Madieon Water Diotrict. 

Eddie Smith, Bob Arnett, and Chaeem Pour-Chaoeml roturned on 

Friday, October 16, 1992 to check operation of the prersure 

recorders and to conduct flow teete on the 1-75 pump otation. In 

addition a flow test was conducted on a 1.5-inch horo noaela at the 

hydrant located on Cuynn Road and Eetridgo Road. During the 

hydrant flow test the distribution oyetem'e pronauro at the EKP 

Substation was a l so  monitored. Tho following data wan obtained 

from the hydrant flow test. 

TABLE 11. GUYNN ROAD BYDRANT FLOW TEST 

Date! October 16, 1992 
Time I 11140 a.m. EDT 
Location : 
Elevation: 1,005 feet ABL 
Static pressure @ hydrant! 65-70 PSI 
Residual preseure @ hydranti 1.5 PSI approximately 
Estimated hydrant flow! 200 GPM approximately 
Static preseure @ Substation! 114 PSI 
Residual @ SubEtatiOn! 100-105 PBI 

Quynn Road (I Eot r idga Road 

During the October 16, 1992, viait the operation of the 

District's 1-75 pump station wae obnerved, and pumplng raten were 

measured. The 1-75 pump station contalnr two vertical turbine 

centrifugal pumpe each rated at a nominal 150 gallons-par-minute. 
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Southern Madison's manager, Ray Curry, explained that both pumps 

were basically the same except that Pump No. 1 contained two pump 

stages while Pump No. 2 contained three pump stages. The 1-75 pump 

station was isolated from the distribution system and both pumps 

were operated at various flow rates while measurements were taken. 

Pressure readings were taken on the suction and discharge side of 

the pumps during operation and flow readings were taken directly 

from the 1-75 master meter. The information obtained during these 

tests is summarized in the following table. 

TABLE IV. PUNP FLOW TEST DATA 

Pump: 
Date: 
Time: 
Di scha rge : 
Suction: 
Flow Rate: 

Pump: 
Date: 
Timet 
Discharge: 
Suction: 
Flow Rate: 

No. 1 
10/16/92 
2 8 2 0  p.m. 
91 PSI _ _  ~ _ _  
80 PSI 

225 CPM 

NO. 2 
10/16/92 
2 1 3 4  p.m. 
117 PSI 
80 PSI 

2 0 6  GPM 

NO. 1 
10/16/92 
2 : 2 4  p.m. 
132 PSI 
81 PSI 

152 GPM 

No. 2 
10/16/92 
2:38 p.m. 
139 PSI 
81 PSI 

173 CPM 

NO. 1 
10/16/92 
Z I Z ~  b.m. 
165 PSI 
80 PSI 
15 GPM 

No. 2 
10/16/92 
2 : 4 2  p.m. 
152 PSI 
81 PSI 

159 GPM 

On October 21, 1992, Eddie Smith, Ghaeem Pour-Chasemi, and 

Larry Updike of the Commission's engineering etaff visited Southern 

Madison to monitor the activity of the 1-75 master meter. Southern 

Madison's 1-75 master meter was monitored by the Commission's 

engineering staff for the entire 24-hour period of Wednesday, 

October 21, 1992. The master meter readings were read and recorded 

on approximately 15-minute intervals from 6100 a.m. to midnight for 
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that day. The list of observed master meter readings is attached 

to this report. 

Eddie Smith and C h a s m  Pour-Chasemi returned on October 22, 

1992, to retrieve the recording gauges and their charts (copies 

attached). In addition a flow test was conducted on a 2.5-inch 

hose nozzle at the hydrant located on Braggs Lane. During the 

hydrant flow test the distribution system's pressure was monitored 

at the meter to Cummins Barn on Dogwood Drive. The following data 

was obtained for the hydrant flow test. 

TABLE V. BRAGCS LANE EYDRANT FLOW TEST 

Date: October 22, 1992 
Time: 9121 a.m. EDT 
Location: Braggs Lane 
Elevation: 1,131 feet ASL 

Residual pressure @ hydrant: less than 1 PSI 
Estimated hydrant flow8 100 CPM approximately 
Static pressure @ Cumminst 89 PSI 
Residual @ Cummins Barnr 55-57 PSI 

Static pressure @ hydrant: 59-60 PSI 

During the visit copies of daily readings made on Southern 

Madison's master meter for the previous week were obtained from Ray 

Curry. In addition a copy of the previous month's electric bill 

for the 1-75 pump station was supplied by Southern Madison's office 

staff. 

CALCULATIONS AND DATA REDUCTION 

The 1-75 master meter readings indicate that Southern Madison 

purchased 69,370 gallons of water from B e m a  College in the 24-hour 

period midnight to midnight Wednesday, October 21, 1992. This 
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reducee to an average rata oP 48 gallons-per-minute. However, the 

maater meter reading0 show a range of 0 to 100 gallons-per-minute 

with a typical daytime flow rate oP approximatoly 70 to 80 gallons- 

per-minute. In order to maintain adequate operating pressure on 

the water distribution systom in the Dogwood Drive area Southern 

Madison operatee tha 1-75 pump station's NO. 1 pump continuously. 

Southern Madison maintains a fairly unieorm pump station discharge 

pressure by partially opening the pump station bypass pipeline and 

allowing a portion OP the pumped water to Plow in a circle around 

the pump station. This has the very ueePul effect oP keeping the 

discharge presouro of the pump Prom getting too high. Southern 

Madison's operating peraonnol manually adjust the bypass valve 

twice each day in order to sot the system's operating pressure (It 

a slightly lower level at night. In addition Southorn Madison 

further controls the dlstributlon syetem's operating pressure in 

the Possum Kingdom Road and Indian Hills areas by the use of a 

preseuro regulating valve located at the junction of Dogwood Drive 

and Old Walnut Road. The pressure regulating valve reduces the 

pump discharge preseura to prevent overflowing the water storage 

tank at Indian Hills. 

During the Coinmineion's engineering staff's review oP Southern 

Madison'e constroction propoeal in Case No. 9 0 - 3 0 5  a copy of the 

manufacturer's pump curve WAS obtained Prom the pump station 

manueacturer (copy attached). The pump opcration data contained in 

Table IV w a ~  reduced to pump Plow VS head per stage Por each of the 
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observed points and plottad on a pump capacity graph. A computer 

program was writton to calculate and draw a pump characteristic 

curva to Lit the plotted points using the pump formula used in Dr. 

Wood's KYPIPE program. The curve as constructed is subject to some 

e r r o r ,  of course, due to the limited range of operation points and 

the lack of precise measuromenta. Nevertheless, the curve is a 

useful indication of the capability of the District's 1-75 pump 

station. In addition to the constructed curve the three 

characteristic curves " A "  # linii, and "C" from Layne & Bowler Curve 

No. 36-026 were also computer drawn on the head VS capacity graph 

for comparison. This graph is shown on following page as Figure 

NO. 1. 

A n  understanding of Southern Madison Water District's 

hydraulic capabilities can be gleaned Prom reviewing the recorded 

presnure charts in detail. Because of mechanical limitations 

aesociatod with the operation of the pressure recorder clock 

devices, It ie not always possible to compare exactly the pressure 

recordod at a particular time on one chart with the pressure 

recorded on another at the same time. However, the charts can be 

coordinated through the us0 of pressure events created throughout 

the system by tho operation of the pump station. One such obvious 

event occurs twice each day when Southern Madison personnel change 

the valve on the pump station bypaes pipeline. Review of the 

charts will show that the preasure recorder at the Taylor residence 

malfunctioned a ehort time after being placed in service. Also it 
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will be noted that the clock mechanisms on the recorders placed on 

the suction and discharge lines of the 1-75 pump station quit early 

Tuesday, October 20, 1992. Southern Madison's daily operation 

sequence in the south-western part of its system is apparent in the 

charts for the period recorded. 

CALIBRATION OF COMPUTER MODEL 

Modeling is a computerized method of simulating actual events. 

Modeling a water distribution system is a process of using a 

computer program that, when given network input data, will perform 

mathematical calculations to solve for values of unknown elements 

in the system. Cesario and Davis' describe the modeling process 

as composed of four stages: (1) data collection, (2) network 

solution, (3) model calibration, and (4) network analysis. 

Data collection consists of compiling data describing the 

physical characteristics of the water system in terms of pipes and 

junctions where pipes are connected and parameters for tanks, 

pumps, and pressure-regulating valves. Input information 

requirements for pipes include length, diameter, and roughness 

coefficient, whereas junction requirements include elevation and 

demand or water taken out of the system. 

The network solution pcogram, using the network data, solves 

for pressures at junctions and flows in pipes throughout the 

I This discussion of calibration is taken from: Cesario, A. 
Lee, and J. 0. Davis, "Calibrating Water System Models." 
Journal AWWA, July 1984, pp. 66-69. 
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network. The use of a data file describing the water system and a 

network solution program results in a computer model. 

The process of calibration fine-tunes a model until it 

accurately simulates field conditions for a specified time period 

to a specific degree of accuracy. The purposes of calibration are: 

(1) to establish model credibility, (2) to establish a benchmark 

for reference, and (3) to gain knowledge and understanding of 

system operations. Thomas M. Walski' states that "If an engineer 

is to have any confidence in the results of a water distribution 

system model, the model must be calibrated using good quality 

data . '' 
Cesario and Davis further explain that calibrating a water 

system model is simply a process of adjusting the data input to the 

computer until the output values reasonably match actual field 

measurements for a given time. Some of the adjustments to input 

data made during the calibration process include: 

0 Adjusting pump characteristics to match actual 
discharge pressures; 

0 Adjusting pipe diameters or minor loss 
coefficients to simulate partially closed 
valves ; 

0 Adjusting pressure-regulating valves to match 
actual downstream pressures; 

a Walski, Thomas M. "The Importance of Accurate Field Data for 
Model Calibration." AWWA Seminar Proceedings, June 10, 1984, 
p. 5. 
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Adjusting junction elevations to match actual 
pressures measured during low or no flow 
conditions; 

Adjusting pipe roughness coefficients to 
obtain measured pressures and flow rates: and 

Distributing demands at the junctions to 
achieve the actual measured pressures at key 
points in the system. 

Due to the many variables that must be brought into harmony, 

calibration is an iterative process that requires several 

executions of the model in order to achieve the desired close 

accuracy. It is generally understood that the degree of model 

accuracy obtained is essentially a function of the accuracy of the 

input data and the engineer's persistence. However, Cesario and 

Davis hold that the degree of accuracy sought should be related to 

the purpose of the study. 

To evaluate Southern Madison's proposal to place the tank it 

constructed on Dogwood Drive in service it was first necessary to 

verify Southern Madison's computer model of the distribution 

system. Due to the size of Southern Madison's water distribution 

system and the limited amount of field data available to the 

Commission's engineering staff it was decided to truncate the 

hydraulic model to that portion of the system served by the 1-75 

pump station south of the EKP Substation on Walnut Meadow Road. 

The section of Southern Madison's schematic map showing this part 

of its distribution system is included as Figure No. 2. The time 

period selected for the calibration effort was the 24-hour period 
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that occurred on Wednesday, October 21, 1992. The objective was to 

obtain a computer generated model of Southern Madison's Water 

distribution system that agreed within 5 psi of the recorded 

pressure data throughout the 24-hour period. The purpose of the 

calibration effort was to obtain a hydraulic model of this portion 

of the water distribution system for use as a benchmark to 

determine the expected effect of changes made to the system itself. 

In addition, the Commission's engineering staff expected to acquire 

knowledge and understanding of the system's operational 

characteristics. 

The computer modeling effort itself consisted of inputting the 

water system data for analysis into the KYPIPEZ computer program 

developed by Dr. Don Wood at the University of Kentucky. Initial 

changes made to the system data as submitted by Southern Madison 

included closing the pipeline shown on the schematic layout as pipe 

169 on Estridge Road, and closing the pipeline labeled as pipe 17 

shown in the Indian Hills subdivision. The PRV's shown on the 

schematic on pipe 11 and pipe 161 do not exist and are not included 

in the model. In addition pipe 163 is 1,525 feet of 4-inch main 

instead of 1,300 feet of 6-inch shown on the schematic. These 

changes were based on discussions with Ray Curry about the system's 

layout and configuration. In addition the majority of the 

roughness coefficients for the pipeline were changed to a C-factor 

of 140 instead of the 145 C-factor used in Southern Madison's 

submittal. Southern Madison's September 11, 1992 reeponse to the 
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Commission's information request in this case contained data on the 

field determination of its C-factor value by Don Chase and Bill 

Gilbert. Preliminary calculations from the Commission's 

engineering staff's flow tests indicated that the C-factor for the 

system's pipeline was approximately 130. In deference to the more 

precise C-factor test conducted by Don Chase and Bill Gilbert a C- 

factor of 140 was considered appropriate. No significant 

difference was noticed in the results calculated by the computer 

for either C-factor. 

The pump curve calculated from the field test data and shown 

in Figure No. 1 was substituted for the two pumps at Southern 

Madison's 1-75 pump station. Pump No. 1 was entered as a two-stage 

pump and Pump No. 2 was entered as a three-stage pump. The 

constrained pipe feature of KYPIPEZ was utilized to calculate a 

minor loss component for the partially closed valve in the pump 

station by-pass pipeline. This feature was used to match the three 

different valve settings used on October 21, 1992. 

Intensive review of the pressure charts determined that the 

pressure-regulating valve on Dogwood Drive at Old Walnut Road was 

in fact a type known as a "Differential Control Valve." A 

differential control valve is an automatic valve designed to 

maintain a constant pressure differential between two pressure 

points in a water system. Review of the recorded pressure charts 

indicates that the differential control valve was set to reduce the 

system pressure by approximately 25 psi from Dogwood Drive to Old 
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Walnut Road. This type of pressure-regulating valve is not 

generally used on water distribution systems. After discussing 

this particular valve operation with Bill Gilbert at the University 

of Kentucky's Department of Civil Engineering, he suggested that 

the differential control valve could be modeled in KYPIPE2 as a 

pump with a flattened head curve equal to the pressure drop in 

negative feet of head. The PRV shown on Southern Madison's 

schematic at pipe 165 was therefore replaced in the model by a pump 

with a head of negative 5 7 . 7  feet. 

Initial runs of the computer model immediately indicated that 

the pipeline along Possum Kingdom Road contained either a closed or 

partially closed valve somewhere along its length from Highway 21 

to Walnut Meadow Road. Further review of the computations 

suggested that a partially opened valve was located somewhere in 

the vicinity of either Guynn or Possum Kingdom Roads. This 

situation was discussed with Ray Curry, manager of Southern 

Madison, and he commented that he had noticed restricted flow 

conditions during past maintenance on Possum Kingdom Road. It was 

decided to use KYPIPE2's constrained pipe feature to calculate a 

minor loss component for the section of pipeline labeled pipe 29 on 

Southern Madison's schematic. 

The customer demands on the distribution system were dis- 

aggregated and distributed throughout that portion of the system 

under study. The demands were placed into four different demand 

groups to facilitate use of the global demand change feature of 
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KYPIPEZ. The customer demands were modified each hour and each 

identifiable operation condition throughout the 24-hour period to 

match the observed and recorded data. The results of the computer 

calibration efforts are shown on the computer generated graphs 

attached to this report. Comparison of the computer generated 

graphs with the recorded field data obtained on Wednesday, October 

21, 1992, shows rather close agreement. Review o f  the calibrated 

computer model shows a bimodal diurnal customer demand pattern. 

High customer usage occurs twice during the day, first at 6-8 a.m. 

in the morning and again at 6-8 p.m. in the evening. Very little 

water was required by customers from 11:OO p.m. to 6:OO a.m. 

The "Recommended Standards for Water Works" published by the 

Great Lakes Upper Mississippi River Board of State Public Health 

and Environmental Managers states that "the normal working pressure 

in the distribution system should be approximately 60 psi." Review 

of both the recorded pressure charts and the calibrated computer 

model show a substantial portion of the system served by the 1-75 

pump station to routinely operate above 60 psi. The Recommended 

Standards further state that when static pressures exceed 100 psi, 

pressure reducing devices should be provided on mains in the 

distribution system. Public Service Commission regulations require 

that static pressure not exceed 150 psi at the customer's point of 

service. Only one area, Braggs Lane, was shown to experience 

system pressures below the Recommended Standards' 35 psi minimum or 

the Commission's regulatory 30 psi minimum. This only occurred 
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during the peak demand period in the morning before the pump 

discharge pressure was manually increased by Southern Madison. 

Once the computer model was calibrated to match the Wednesday, 

October 21, 1992 data, the input data was modified to compute the 

effect of the construction and operational changes proposed by 

Southern Madison in this case. The pump station proposed for the 

Dogwood Drive Tank was added to the model, as well as the proposed 

pressure regulating valves to reduce the pressure leaving the 

Dogwood Drive Tank. Pressure switches were included in the model 

data to operate both the existing and proposed pump stations in 

tandem to fill the Dogwood Drive Tank. The bypass line at the 

existing pump station was closed. The computer program KYPIPEZ was 

then utilized to model the proposed system's operation for the same 

diurnal demand pattern used for the October 21, 1992 calibration 

effort. Under these conditions the model predicts that the pump 

stations will be able to fill the Dogwood Drive Tank on a daily 

basis. The Indian Hills Tank will not be able to routinely fill by 

gravity without some modification to the system. However, it does 

not appear that a completely full Indian Hills Tank is necessary 

for adequate service. The results of the model of the proposed 

system operation are shown on the computer generated graphs 

attached to this report. Comparison of the computer generated 

graphs of the proposed system with those of the existing system 

show slightly higher pressures in the Dogwood Drive area and 

approximately the same pressure levels in the rest of the system. 
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CONCLUSIONS AND RECOMMENDATIONS 

Based on the investigation, data review, and hydraulic 

computations conducted, the following conclusions are presentodi 

1. Appropriate operation of Southern Madison Water 

District's 1-75 pump station requires eliminating the use of the 

bypass valve to control the pump discharge pressure. 

2 .  Efficient operation of the 1-75 pump station requires the 

installation of an automatic control mechanism to operate the 

pumps. 

3. The Indian Hills Tank is not hydraulically capable of 

serving adequate pressure to the two customers at the higher 

elevations on Braggs Lane during high demand periods. 

4. A substantial portion of the water distribution system 

served by the 1-75 pump station routinely experiences operating 

pressures above that generally recommended by standard engineering 

references. 

5. Use of the Dogwood Drive Tank will increase operating 

pressures in the majority of the distribution system served by the 

1-75 pump station. 

6. The Dogwood Drive water storage tank is not properly 

sized to serve those customers located in the higher elevations of 

the Dogwood Drive area of Southern Madison's system. 

7. The Dogwood Drive water storage tank is not appropriately 

located to serve the overwhelming majority of Southern Madison's 

customers. 
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8. The operation and pump control sequence proposed by 

SouLhcrn Madison Is Inefficient and unnecessarily complex. 

9. Thore la no demonstrable need for the Dogwood Drive water 

atorogo tank. 

This report makos thc .following recommendations: 

1. Southern Madison Water District's application for a 

Certificate of Public Convenlence and Necessity should be denied. 

SouthernMadison Water District should be instructed that 2 .  

the Dogwood Drive Tank does not need to be placed in service. 

3. Southern Madison Water District should be instructed to 

conntruct two hydrop-eumatic pump stations to directly serve those 

few customers located at the previously identified higher 

elevations of its water distribution system. 

4. Southern Madison Water District should be instructed to 

modify its pump operation procedures and to install an automatic 

control system €or the ef€icient operation of the 1-75 pump 

Submitted by: 

obert N. Arnett, P.E. 

I I I 
8 .  Sm%th,&.Z. 
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